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1 White Wh
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3 Green Gn

4 Yellow Ge

5 Grey Gr
FC228 Rev 1 26.04.2023 ¢ pink Rs

7 Blue Bl

8 Red Ro

9 Black Sw
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11 Grey/Rose Gr/Rs

12 Red/Blue Ro/Bl

Protection IEC 439-1

Wiring diagram:
IEC 81346 / DIN 61346
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Zuluft Zuluft
Supply fan Option B | PREMASREG 716X Supply fan
Aria mandata Sensor S+S Aria mandata
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L Zuluftventilator (Volumenstrom)
Diff. pressure (Air flow) Supply fan
Pressione differenziale Ventilatore mandata
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EN DE IT
I - WH White Bianco Differenzdruck Zuluftventilator
2 - BN Brown Marrone Diff. pressure Supply fan
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4 - YE Yellow Gelb Giallo
5 - GY Grey Grau Grigio
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Return fan Option B | PREMASREG 716X Return fan
Aria ripresa Sensor S+S Aria ripresa
Differenzdruck
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Diff. pressure (Air flow) Return fan
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Option A Frischluftklappe Option A Fortluftklappe Option A Umluftklappe
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